Reference Photos

1. Lobby Wall Underneath Window 2. Bottom of Lobby Window

3. Lobby AC Vent 4. Office Ceiling

5. Ventilation not properly 6. Replace Doorstopper d¢ime front
maintained. Entrance landing.



8. Moisture damage, paint peeling

9. Moisture damage, wall require repair 10. Restroom are in good working
condition Reseal lavatory.
Continuous maintenance must be
considered.



11. First floor hallway corners 12. The interior side walls of all
need repair and paint. office spaces must be repaired.

13. Office wall moisture damage 14. Stairwell walls/ceilings at the brick
chimney is in immediate need of repair.



15. Thorough cleaning needed. 16. Hairline crak in hallway paghru
Excessive dust buitdp. window. Replacement suggested.

17. Missing light covers in Basement. 18. Urinal partition not installed.



19. Missing door handle in Lobby. 20. Vents need maintenance.

21. Office wall, moisture damage. 22. Office ceiling, replace tiles, repair
walls, replace insulation.




